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2 

 

1. Introduction and scope of application 
 
Please read these instructions carefully and completely before installing and commissioning the tanks. It is 
essential  to  observe  the  points  described.  For  any  additional  items  purchased,  you  may  find  separate 
installation instructions inside the product packaging (depending on the product). 
 
At least two persons are required for the assembly of the tank as well as for the ground installation! 

 

 

2. Safety instructions 
 

 

2.1  General notes on the underground tank 
 

 
 
The manhole is provided with cover (not walkable) or with walkable/car passable covers. As 
a child safety, these must be screwed. 
 
 
The underground tanks are designed only for underground installation. Above‐ground using 
is not permitted. 
The adhesive should be left to dry for at least 24 hours before installation. Do not leave the 
tank in the direct sunlight! Cover if necessary 
 
It is important to check that the tank is in good condition when it is delivered. Any transport 
damage must  be  reported  to  the  courier  in  an  official  written  form  upon  receipt  of  the 
goods. 
 
Avoid impact loads during transport and installation. 
 
 
 
Compliance with the information in these instructions is part of the warranty. All warranty 
claims will be void if the instructions are not followed. 
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